SIEMENS

SIRIUS
Schiitz 3RT105/145.-.AIN
Contactor 3RT106/146.-.A/N
Contacteur 3RT107/147.-.AIN
Contactor
Contattore EN 60947, IEC/CEI 60947
Contactor
Kontaktor LOVAG C €
KOHTaKTOp
Betriebsanleitung Operating Instructions Instructions de service
Instructivo Istruzioni operative Instrugdes de Servigo Bestell-Nr. / Order No.: 3ZX1012-0RT05-1AA1
Isletme kilavuzu WUHeTpykuma no akennyatauum
Deutsch English Francais Espaiiol
Vor der Installation, dem . .
Betrieb oder der Wartung des Read and understand these Ne pas installer, utiliser ou Leer y comprender este
Gerits muss diese Anleitun instructions before installing, intervenir sur cet équipement instructivo antes de la
elesen und verstanden 9 operating, or maintaining the avant d'avoir lu et assimilé instalacion, operacion o
8verden equipment. ces instructions. mantenimiento del equipo.
A GEFAHR A DANGER A DANGER A PELIGRO
Geféahrliche Spannung. Hazardous voltage. Tension dangereuse. Tension peligrosa.
?lml Lebensgefahr oder schwere Will cause death or serious Danger de mort ou risque Puede causar la muerte o
(" Verletzungsgefahr. injury. de blessures graves. lesiones graves.
Vor Beginn der Arbeiten Disconnect power before Mettre hors tension avant Desconectar la alimentacion
@ Anlage und Gerét working on equipment. d’intervenir sur I'appareil. eléctrica antes de trabajar en
spannungsfrei schalten. el equipo.
VORSICHT CAUTION PRUDENCE PRECAUCION
L " : : - Le fonctionnement sir de El funcionamiento seguro del
Eine sichere Geratefunktion Reliable functioning of the I'appareil n'est garant aparato solo esta garantizado
ist nur mit zert|f|2|e[ten . equipment is only ensured qu'avec des composants con componentes
Komponenten gewéhrleistet. with certified components. certifiés. certificados.
Italiano Portugués Tiirkce Pycckuii
Leggere con attenzione Cihazin kurulumundan, lMepen ycTaHoBKOW, BBOLOM B
queste istruzioni prima di |Lnesrtr?1 cggpgﬁ?gsdg;estas calistirimasindan veya aKcnnyaTaumio um
installare, utilizzare o instalg 30. ODEracio ou bakima tabi tutulmasindan obcnyxuBaHueM ycTpoiicTsa
eseguire manutenzione su manutgn 40 %o egui amento once, bu kilavuz okunmus ve HeobX0AMMO NpoYecTb 1
questa apparecchiatura. ¢ quip ’ anlanmis olmalidir. NOHATb JaHHOe PYKOBOACTBO.
A PERICOLO A PERIGO A TEHLIKE A ONACHO
Tensione pericolosa. Tensao perigosa. Tehlikeli gerilim. OnacHoe HanpsxeHue.
}I“u Puo provocare morte o Perigo de morte ou Oliim tehlikesi veya agir OnacHOCTb ANA XU3HW UNK
(" lesioni gravi. ferimentos graves. yaralanma tehlikesi. BO3MOXHOCTb TAXenNbIX
Scollegare I'alimentazione Desligue a corrente antes de Caligmalara baslamadan TpaBM.
@ prima di eseguire interventi trabalhar no equipamento. once, sistemin ve cihazin Mepen Havanom pabot
sull'apparecchiatura. gerilim beslemesini kapatiniz. OTKITIOYNTL nogavy nUTaHus K
YCTaHOBKE W K YCTPOICTBY.
CAUTELA CUIDADO ONEMLI DIKKAT OCTOPOXHO
Il funzionamento sicuro O funcionamento seguro do Cihazin glvenli galismasi Bffool-';gf;;cpa’ F;iiilT%BaHo
dell'apparecchiatura e aparelho apenas pode ser ancak sertifikall bilesenler ¥OJ'ILI):KO ou MCﬁOJ‘Ib3gBaHMVI
garantito soltanto con garantido se forem utilizados kullanilmas halinde garanti CepTMCbVIEMpOBaHHbIX
componenti certificati. 0s componentes certificados. edilebilir. KOMMOHEHTOB.
Technical Assistance: Telephone: +49 (0) 911-895-5900 (8°° - 17°° CET) Fax: +49 (0) 911-895-5907
E-mail: technical-assistance@siemens.com
Internet:  www.siemens.de/lowvoltage/technical-assistance
Technical Support: Telephone: +49 (0) 180 50 50 222
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3RT1.6/ 3RT1.7

A1/A2; NOINC L1,L2,L3; T1,T2, T3
3RH1921-1 3RH1921-2 3RT1966-4G 3RT1.6
3RT1.7
=FJC| 08..12Nm (=" 20...22Nm _ 2x70 ... 240 mm?
%) S'S.ngm 7t010.3Ibin - SF‘E@EUJ 180 to 195 Ibin 2 X AWG 2/0 to 500 kemil
2x0,5...1,5mm? .
> 10 D DO MM 9x025..25mm? | w27 (= . 5| min. 70+ 70 mm? 250 ... 240 mm?
| 2X075..25mm | 195300 mm | 1x120... 240 mm?| L o0 e | EESS) |25 AWG 10 to 500 ko
R’ s ) 2x25x(..) mm
10(=| 2x05..25mm* | 2x025... 15MM" | > 27 1=\ 170... 240 mm? |1x120... 185 mme| M- S0+80mM* [ oo, amox3o
1240210 Ib'in
;-127 min. 6x9x0,8
AWG 2x18t014 2x24t014 fi:;d max.. 20x24 x0,5
e 1x21x1
3RT1.5 3RT1.6
o o
37 v 120 8 2 150
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120 b= M - | | )
140 170 —— ' S B |
l‘—140—> 180 1 l-—145——| 202
150 217 t 165 217 !
| 165 251 |
175
3RT1.7
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- 150
48> 150
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T ¥ _|__4_ HAr=—fF " ————\\
\ L | | E“ [ | LJ:—:'L-——— = SUITABLE FOR USE ON A CIRCUIT CAPABLE OF
£ I asl I DELIVERING NOT MORE THAN X RMS SYMMETRICAL
F; N + ;—1‘1 : AMPERES; 600 V MAXIMUM:
i HH T ags 'J’_TJTL 3RT1.5 3RT1.65 3RT1.76
1 RR]N i
L Jai T Ly 3RT1.64 3RT1.66
2 N i I 3RT1.75
3 — - X 10,000 RMS 18,000 RMS | 30,000 RMS
A A L Ii_r"r_—“*_r——— :
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